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Conservation practice standards are reviewed periodically, and updated if needed.  To obtain the current
version of this standard, contact the Natural Resources Conservation Service.

NATURAL RESOURCES CONSERVATION SERVICE
CONSERVATION PRACTICE STANDARD

Well
(No.)

No. 642

Definition

A well constructed or improved to provide water
for irrigation, livestock, wildlife, or recreation.

Purpose

To facilitate proper use of vegetation on
rangeland, pastures, and wildlife areas; to supply
the water requirements of livestock and wildlife;
to provide an adequate supply of water for
conservation irrigation; and to provide for human
use at recreation sites.

Conditions Where Practice Applies

All irrigation wells shall be planned and located
to serve as a source of water for an irrigation
water distribution or conveyance system
designed to facilitate the conservation use of the
soil and water resources on a farm or group of
farms.

Irrigation wells are limited to geological sites
where sufficiently large volumes of underground
water are available at a rate that will permit
practical irrigation of the land on which the water
is to be used.  Wells may be the only source of
water or they may supplement other sources.
The land on which the water is to be used must
be suitable for the production of locally adapted
crops grown under irrigation farming.  The water
must be of adequate quality to insure that it will
not materially reduce the productive capacity of
the soil on which it is to be used.

Wells are applicable on rangeland, pastures,
cropland, and wildlife and recreation areas
where present water facilities are inadequate
and the underground water supply is adequate in
quantity and quality for the purpose to be served
and can be developed at an economical cost.

Federal, State, and Local Laws1

Design and construction activities shall
comply with all federal, state, and local laws,
rules, and regulations governing pollution
abatement, health, and safety.  The owner or
operator shall be responsible for securing all
required permits or approvals and for
performing in accordance with such laws
and regulations.  NRCS employees are not to
assume responsibility for procuring these
permits, rights, or approvals, or for enforcing
laws and regulations.  NRCS may provide the
landowner or operator with technical
information needed to obtain the required
rights or approvals to construct, operate, and
maintain the practice.

There are specific WV requirements for wells
issued by the WV Department of Health.

Permits may be required from the following
agencies:

1.  West Virginia Department of Health

2.  West Virginia Department of Agriculture

Planning  Considerations

Water Quantity

1.  Effects the cone of depression, formed by
pumping the well, has on adjacent water uses
and users.











Plans and Specifications

Plans and specifications for wells shall be in
keeping with this standard and shall describe the
requirements for applying the practice to achieve
its intended purposes.

Alignment

Drilled vertical wells shall be round, plumb, and
aligned to permit satisfactory installation and
operation of a pump of the proposed size and
type to the greatest anticipated depth of setting.

Casings

Materials.  Casings can be made of steel,
copper, plastic, fiberglass, concrete, or other
materials of equivalent strength and durability.

Steel, copper, reinforced plastic mortar, plastic,
or fiberglass pipe casings can be used in drilled
wells.  Only steel pipe casings shall be used in
driven wells.  If the water is to be used for
human consumption, plastic casings for
transporting potable water supplies must be
approved by the National Sanitation Foundation.
Used steel pipe can be used for well casings if it
is of good quality and has a wall thickness equal
to or greater than that of Schedule 40 pipe.

Plastic casings shall be made of acrylonitrile-
butadiene-styrene (ABS), polyvinyl chloride
(PVC), or styrene-rubber (SR) and shall conform
to the requirements specified in ASTM-F-480.
Plastic pipe manufactured for water or irrigation
pipelines can be used if the quality of the pipe
equals or exceeds that specified in ASTM-F-480.

Fiberglass casings can be used if tests indicate
that:

1.  The material meets the requirements
specified in ASTM-D-2996.  Tests for long-term
cyclic pressure strength, long-term static
pressure strength, and short-term rupture
strength as required in ASTM-D-2996 are not
needed because the pipe is to be used for well
casing.
2.  The joints meet the requirements specified in
ASTM-F-480.
3.  The modulus of elasticity is certified for use in
determining maximum depth.

Concrete casings shall be reinforced and shall
meet or exceed the requirements specified in
ASTM-C-76.  The minimum 28-day compressive
strength shall be 4,000 lb/in2.

Reinforced plastic mortar casings shall equal or
exceed the requirements specified in ASTM-D-
3517.

Steel well casings shall equal  or exceed the
requirements specified in ASTM-A-589.  Steel
pipe manufactured for other purposes can be
used if the quality of the pipe equals or exceeds
that specified in ASTM-A-589.

Joints.  Joints for well casings shall have
adequate strength to carry the load due to the
casing length and still be watertight or shall be
mechanically supported during installation to
maintain joint integrity.  Such mechanically
supported casings shall terminate on firm
material that can adequately support the casing.

Gravel pack.  If gravel packing is used, it
shall have the gradation and thickness specified
in the design and shall be carefully placed to
prevent segregation and bridging.  Gravel pack
material shall extend a minimum of 10 feet
above the top of the perforated or screened
section and shall extend through the length of
the water-bearing formation.

Installation.  In consolidated formations, the
casing shall extend from the ground surface
through the overburden material to an elevation
of at least 2 feet into the consolidated material.

In unconsolidated formations, the casing shall
extend from the ground to the screen.

For artesian aquifers, the casing shall be sealed
into the overlying impermeable formations to
retain the artesian pressure.

If a water-bearing formation known to contain or
suspected of containing poor-quality water is
penetrated, the formation shall be sealed to
prevent infiltration of poor-quality water into the
well and the developed aquifer.
Developing

The well shall be developed until it stops
producing detrimental quantities of solid particles
when the continuous discharge rate is
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approximately 20 percent greater than the
anticipated normal production rate.

Protection

All wells shall be cased to a sufficient height
above the ground surface to prevent the entry of
surface and near-surface water.
If the well water is for human consumption, the
annular space outside the casing must be filled
with a watertight cement grout or clay having
similar sealing properties from the surface to a
minimum of 10 feet below the ground surface.
The casing shall be surrounded at the ground
surface by a 4-inch concrete slab extending at
least 2 feet in all directions.  A sanitary well seal
shall be installed at the top of the well casing to
prevent the entry of contaminated water or other
objectionable materials.

Workmanship

The well casing pipe, couplings, and screens
shall be homogeneous throughout and shall be
free of visible cracks, holes, foreign materials, or
other injurious defects.  The well casing pipe,
couplings, and screens shall be as uniform in
color, density, and other physical properties as is
commercially possible.

Markings

The well casing pipe shall be marked according
to the ASTM specification for the material used.

Certification

Markings on material identifying the
manufacturer and indicating compliance with
appropriate specifications can be accepted as
evidence that the material meets the
requirements of this standard.  If the material
does not bear these markings, the manufacturer
can certify that it complies with the requirements
of this standard.  The State Conservation
Engineer, however, can request tests supporting
this certification.

Operation and Maintenance

An operation and maintenance plan shall be
developed.  The well shall be inspected
periodically to insure its proper function.
The area around the well shall be inspected
and repaired as necessary to insure that
surface water is excluded.

1Bold italics is information added to the
National standard by West Virginia.


